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DESCRIPTION
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KEYED NOTES - NEW WORK
KEY | NOTE
(@) | REPAR 12x12 DUCT WHERE BRANCH DUCT
WAS REMOVED AND SEAL AR-TIGHT.
EXISTING 24”x16" EXHAUST NEW 24"x16" EXHAUST LOUVER INSTALL NEW LOUVER AT THE @ CAP 12x6 DUCT WHERE BRANCH DUCT WAS
LOUVER W/ MIN 18" DEEP W/ MIN 18" DEEP ALUMINUM SAME ELEVATION AS THE EXISTING REMOVED AND SEAL AIR-TIGHT.
ALUMINUM PLENUM PLENUM TO MATCH EXISTING /\ LOUVER AND IN A POSITION
y SYMMETRICAL TO THE EXISTING (3) | EXISTING EXHAUST FAN - PROVIDE DRVE
C—1 LOUVER COMPONENTS (IF NEEDED) TO REDUCE AR
@| | ® FLOW FROM 450 CFM TO 200 CFM.
L EXHAUST FAN EF—4 MOUNTED
~ %XISTING EXHAUST F/)\N ® DIRECTLY TO PADDOCK ”CPRE" (® | EXISTING EXHAUST LOUVER — NO WORK.
= ORIGINAL TAG EF-5
§| REDUCE. ARFLOW FROM 460 (5 | INCREASE DOOR UNDERCUT AS NOTED.
CFM TO 200 CFM #; PADDOCK MODEL "CPRE” (§) | NEW EXHAUST LOVER To WATCH SizE
® g‘f&ﬂ%;"&&ggﬁ Iﬁ?&"‘E POSITION, AND PAINT COLOR OF EXISTING
X=EF2 LOUVER.
N
%= 126 EXHAUST DUCT OVER AND TRANSITION AS REQUIRED FROM LOUVER TO
N h-—— PATCH DUCT AND DOWN TO PADDOCK "CPRE" @ 12" EXHAUST DUCT.
O SEAL AR JIHT EXHAUST INTAKE
NEW PUMP ROOM EXHAUST FAN EF—4 (SEE
0oL SCHEDULE ON SHEET M1). MOUNT FAN PER
< EQUBMENT QQSS&AECJES%S AND PADDOCK'S
= 112
P EXISTING bx (@) | NEW PADDOCK MODEL "CPRE” CHEMICAL AND
DUCT AND SEAL f PUMP ROOM "EVACUATOR” EXHAUST INTAKE.
O
AR TIGHT © EXACT ARRANGEMENT OF EF—4, DUCTWORK,
‘él AND "CPRE” INTAKE ARE SUBJECT TO FIELD
CONDITIONS.
|g ,=|., (@ | NEW ALUMINUM DOOR LOUVER FOR EXHAUST
INCREASE DOOR 200 I \ MAKE-UP AIR. NAILOR MODEL 51DGS, 24"x24".
UNDERCUT FROM CFM EXISTING 6°x6” THRU WALL et ————— PAINT TO MATCH EXISTING DOOR.
748 (W WITH ALUMINUM MESH | |
CHEMICAL SCREEN AT OPENING TO | |
STORAGE REMAIN Lc——==3
111 ]
\NEW DOOR LOUVER FOR
EXHAUST MAKE-UP AR
(TYPICAL OF 2)
7~ 3"\ EXISTING PUMP ROOM HVAC - NEW WORK
W SCALE: 1/8" = 1'-0"
EXISTING 24°x16" EXHAUST EXISTING 24°x16" EXHAUST
LOUVER W/ MIN 18" DEEP LOUVER W/ MIN 18" DEEP
ALUMINUM PLENUM ALUMINUM PLENUM
C_1 C_1
I I ®I I
LI:IJ EXISTING EXHAUST FAN @ LI:IJ EXISTING EXHAUST FAN WI
i~ (ORIGINAL TAG EF-5) EB i~ (ORIGINAL TAG EF-5) EB
1€ ORIGINAL SPECIFICATION 225|_|$| 1€ ORIGINAL SPECIFICATION 225|_|$|
GREENHECK BSQ-80 GREENHECK BSQ-80
450 CFM @ 0.375" ESP || 450 CFM @ 0.375" ESP ®| e
N x
Xo£F2 T < SEAMPL ) KEYED NOTES - DEMOLITION
— N = N
S| 1246 [ 126 , KEY | NOTE
EXISTING EXHAUST LOUVER TO REMAIN IN
® | service
© POOL POOL
& EQUIPMENT EQUIPMENT EXISTING EXHAUST FAN (TAGGED EF-5 ON THE
Dxﬁjﬁ (12 [112] RECORD DRAWINGS) TO REMAIN IN SERVICE
EXISTING GRILLE AND DUCT TO REMAIN IN
| /M0 tg © | skrvice
I\//l EB (§) | REMOVE DUCT, MANUAL VOLUME (BALANCING)
| 150 | | DAMPER (IF THERE IS ONE), AND GRILLE
UNDERCUT |8 L1 UNDERCUT |8 REMOVE DUCT, MANUAL VOLUME (BALANCING)
DOR 3§ ——— " L 75 I \ DOOR 3¢ ! 75 % \@ ® DAMPER, AND GRILLE
& CFM EXISTING 6'x6" THRU WALL ———=4 < CFM EXISTING 6'x6" THRU WALL —————
WITH ALUMINUM MESH | WITH ALUMINUM MESH | |
CHEMICAL SCREEN AT OPENING | CHEMICAL SCREEN AT OPENING | |
STORAGE ——==9 STORAGE ——==9
111 | 11 ]
LAYOUT IS AS SHOWN IN THE RECORD
DRAWINGS FROM THE ORIGINAL DESIGN
7”1 "\ EXISTING PUMP ROOM HVAC 7”2\ EXISTING PUMP ROOM HVAC - DEMOLITION
W SCALE: 1/8" = 1'=0" W SCALE: 1/8" = 1'-0"
P I3 14 Is ls 17 ls lo I 10 I 11 I 12 13 | 14 | 15 | 16 |17 | 18 I 19
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